
June 30, 2010

SSC]
Mr. Doug Jackson
17041 E1Camino Real, Ste 200
Houston, TX 77058

RE: Lead-Based Paint Inspection
Vinson Library
3100 West Fuqua, Houston, Texas 77045

Dear Mr. Jackson,

On June 22, 2010 at your request, a lead-based paint inspection was performed by Mr. L. D. Neidigk at
Vinson Library located at 3100 West Fuqua, Houston, Texas 77045.

Three samples were collected from the following areas and were found to have less than .5% lead content:

Sample 1 - Door Inter is reported as <0.027 total lead
Sample 3 - Plaster is reported as <0.010 total lead
Sample 4 - Pipe Support is reported as <0.010 total lead

One sample was collected from the following area and was found to have lead content greater than .5%.

Sample 2 - Back Door Jamb is reported as 0.56 total lead

This survey is appropriate for renovation or removal of all materials tested. Demolition was not conducted
during the survey. If suspect materials not sampled are discovered during renovations, all work must stop
until sampling can be conducted verifying lead content.

All work should be done by a company experienced In lead paint removal following a lead removal
specification.

Please feel free to contact me at 281-890-8170 with any questions you may have regarding this project or any
other environmental projects you may have in the future.

Thank you for your business.

Sincerely,

~tI/LI.;k
Scott A. Neidigk
President

14210 Hirschfield Road, Tomball, Texas 77377 Ph. 281-890-8170 Fx. 281-890-2827



Reporting limit is 0.01 % wt. The QC data associated with these results included in this report meet the method QC requirements, unless specifically indicated otherwise. Unless noted,
results in this report are not blank corrected. EMSL bears no responsibility for sample collection activities. Samples received in good condition unless otherwise noted. * slight
modifications to methods applied.

Samples analyzed by EMSL Analytical, Inc. 11931 Industriplex, Suite 100, Baton RougeLA AIHA-LAP, LLC-ELLAP Lab 159383. LELAP 01950

EMSL Analytical, Inc.
11931 Industriplex, Suite 100, Baton Rouge, LA 70809
Phone: (225) 755-1920 Fax: (225) 755-1989 Email: batonrougelab@emsl com

Attn: Cynthia Dupree
Texstar Labs, LLC
14210 Hirschfield
Tomball, TX 77377

Fax: (281) 890-2827 Phone: (281) 890-8170

Project: 1006119 Vinson-3100 W. Fuqua

Customer 10:

Customer PO:
Received:
EMSL Order:

TEXS63

06/28/10 9:45 AM

251003940

EMSL Proj:

Test Report: Lead in Paint Chips by Flame AAS (SW 84630508*/70008)

Client Sample Description Lab ID Analyzed
Lead

Concentration

Method Blank <0.010 % wt

Collected: 06/22
Site: Door Inter

0001 11:54:14 AM <0.027 % wt

2 Collected: 06/22
Site: Back Door Jamb

0002 11:55:03 AM 0.56 % wt

3 Collected: 06/22
Site: Plaster

0003 11:56:04 AM <0.010 % wt

Collected: 06/22
Site: Pipe Support

0004 11:56:54 AM <0.010 % wt4

Initial report from 06/29/2010 12:40:24

Jennifer Feller, Lead Laboratory Manager
or other approved signatory

Test Report ChmSngIPrm/wQC-7.21.0 Printed: 6/29/2010 12:40:24 PM Page 1 of 3



Reporting limit is 0.01 % wt. The QC data associated with these results included in this report meet the method QC requirements, unless specifically indicated otherwise. Unless noted,
results in this report are not blank corrected. EMSL bears no responsibility for sample collection activities. Samples received in good condition unless otherwise noted .•. slight
modifications to methods applied.

Samples analyzed by EMSL Analytical, Inc. 11931 Industriplex, Suite 100, Baton RougeLA AIHA-LAP, LLC-ELLAP Lab 159383, LELAP 01950

EMSL Analytical, Inc.
11931 Industriplex, Suite 100, Baton Rouge, LA 70809

Phone: (225) 755-1920 Fax: (225) 755-1989 Email: batonrougelab@emsl com

Attn: Cynthia Dupree
Texstar Labs, LLC
14210 Hirschfield
Tomball, TX 77377

Fax: (281) 890-2827 Phone: (281) 890-8170

Project: 1006119 Vinson-3100 W. Fuqua

Customer ID:
Customer PO:
Received:

EMSL Order:

TEXS63

06/28/10 9:45 AM
251003940

EMSL Proj:

Test Report: Lead in Paint Chips by Flame AAS (SW 846 30508*170008)

Client Sample Description Lab ID Analyzed
Lead

Concentration

Method Blank <0.010 %wt

QUALITY CONTROL DATA, Pb-FLAA

I MA TRIX SPIKE/ SPKCONC. MS MSD ACP
MA TRIX SPIKE DUPLICA TE %wt %wt %MS %wt %MSD %MS

Lead 0.125 0.10 72.8

ACCURACY PRECISION

.PO I ~:O
Matrix Spike QC sample outside limits due to a matrix effect; results are still valid.

AUDIT DATA LAB. RECEIVING # LAB Sample 10 LAB BATCH 10 QCSTD# ANALYZED
251003927 251003927-0001 250100629-Chip1 25PB1012

ACCURACY PRECISION

I LAS ORA TORY CONTROL SPKCONC. LCS LCSD ACP

I
ACP

STANDARD/DUPLICATE %wt %wt %LCS %wt %LCSD %LCS RPD "IoRPD

Lead 4.34 4.7 107.9

I AUDIT DATA I LABID I LAB BATCH 10 I QCSTD# I ANALYZED
LABORATORY CONTROL STANDARD (LCS) I 250100629-Chip1 I J-1006 I

RESULTS PRECISION
Sample Duplicate ACP

DUPLICATE %wt %wt RPD "IoRPD

Lead 0.010 0.0040 85.7
AUDIT DATA LAB. RECEIVING # I LAB Sample 10 I LAB BATCH 10 I I ANALYZED

251003927 I 251003927-0001 I 250100629-Chip1 I I
Iinitial report from 06/29/2010 12:40:24

./ "7'~ u.~""r- J:: ", ;).w.

Jennifer Feller, Lead Laboratory Manager
or other approved signatory

Test Report ChmSngIPrm/wOC-7.21.0 Printed: 6/29/2010 12:40:24 PM Page 2 of 3



Reporting limit is 0.01 % wI. The QC data associated with these results included in this report meet the method QC requirements, unless specifically indicatec otherwise. Unless noted,
results in this report are not blank corrected. EMSL bears no responsibility for sample collection actrvities. Samples received in good condition unless otherwise noted .• slight
modifications to methods applied.

Samples analyzed by EMSL Analytical, Inc. 11931 Industriplex, Suite 100, Baton RougeLA AIHA-LAP, LLC-ELLAP Lab 159383, LELAP 01950

EMSL Analytical, Inc.
11931 Industriplex, Suite 100, Baton Rouge, LA 70809

Phone: (225) 755-1920 Fax: (225) 755-1989 Email: batonroygelab@emsl com

Attn: Cynthia Dupree
Texstar Labs, LLC
14210 Hirschfield
Tomball, TX 77377

Customer 10:
Customer r-o
Received:

EMSL Order:

TEXS63

06/28/109:45 AM
251003940

Fax:

Project:

(281) 890-2827 Phone: (281) 890-8170

1006119 Vinson-3100 W, Fuqua
EMSL Proj:

Test Report: Lead in Paint Chips by Flame AAS (SW 84630508*170008)

Client Sample Description Lab ID Analyzed
Lead

Concentration

Method Blank <0,010 %wt

Sample #1 weighed less than 0.2g which may adversely affect the analytical sensitivity.

Iinitial report from 06/29/2010 12:40:24

Jennifer Feller. Lead Laboratory Manager
or other approved signatory

Test Report ChmSngIPrm/wQC-7.21.0 Printed: 6/29/2010 12:40:24 PM Page 3 of 3



251003940
Lead (Pb) Chain of Custody EMSL ANA. YTICAI.. If\C

193' IN:luSTRIP Ex DC
BATON ROUGE. LA 70809

PrlONF (225) 755·1989
rA (2251 755 1:~8£r

C;olT!j)any : ToxStar labs
EMSl·8111 to: t8I Same 0 Different

I~8.t1lto I:' 0'''.,.,-.1 no IflltrUQJonl .,..C I~··

Stteet: 14210 Hirschfield Rd --- Tn,ra Psrry Sr/llr"i/ requrrss Milton '!~thonz.8/IOnfrom hlf'C1 pIl"Yr-=-=''' - - -
ZlplPcatal Code. 77377 1Country: USACity: Tomball • State/Province: Tx

Repor1 To (Name): Cynthia Du--'!ree I Dale NeldlgkJScntt Neh110k FOl Ii' 2111-J180·2IU1

Telept\one': 281-890-8170 Emall Addte$s: cynthl.etexstBr1abs.nel
(oo(P1l9 V/'l5D~ - 3100

--
Pro' ct NameJ~umber: W FlIYL~ ----~ . . IPurcha •• Order:Pl•••• Provide Reaults; 0 Fax t8lEmail U.S. Stat.- Sample. Taken:

Tum.round Time (TAT) Optiona- • PI •••• Check

I~_ 0 3 H~~ -I~0- 6 Hours I_g 24 Hours I Ci.l.aHours I 0 3 o.~!~ _0. Days I 5 Day. 0100ays
-A"it/v$J$ oomDiiiloa m l>CCOi'dlJt><» w,th EMS/"$ T"rm .• and C"nditlCXls IOc.red in tlwt PfICfl Guido

Matrix Method Instrument Reporting limit Check!

Chips Dmgtcm' SWt.4S-7000Bf7420 FI~meAtomic Al)sotl)(lon 001% iJ ~tiiJ %by 'Nt. or AOAe 97~,02

Air NIOSH roez Fr!\meAtormc Al)50rpllon 4 ~9tfllter 0
NIOSH 7105 Graphite Furnace AA 0.03 jJglfilter O·

NIOSH 7300 modified rCP-AES a 5 ~glfilter 0
---

Wipe" o ASTM SWt.46-70008l7420 F'~e AtomiCAbsorption 10 ~glwipe 0o nonASTM 5W84S-9Q108 or C ICP·AES 0.5 ~9lwipe 0-" nobPK la cn.c:klld nDn.ASTM W1M I, •••••• ~

TCLP SW84S- 311/742015M31t1B FlllIne Atomic Arl$orptlon 04 m.9ll wpm) i=
SW~10BorC ICp·AES 0.1 mQll (ppmi

Soil SW~7000817420 F.-me Atomic AbsorptIOn 40 mgJk~12Pm) F-
SW~742' Graphite Furnace M o 3 ~gJkg wpm) ::::

SW846-60108 or C ICP·AES 1 mO/l(Q-(oom)

Waatawater 5M3' lIB or FI_meAtomiC Absorpho 04 mg/L (ppm) 0SW8-46-7000617420
EPA 200 9 Graph FumaceAA o 003 mglL (ppm) BSW846-S01OB or C ICP-AES , mQlkQ (ppm)

Drinking Water EPA 200 9 Graphite F'umace AA 0003 mgll (ppm) 0
Other: p,..•• rv.'\on M-'hod {Wate, :

Nam. of Samoler: Signature of SamDler;
Sam Ie. Location Volume/Are. DatelTlme Sampl.d- -- - - ~12Zljo~J _Pn;,,-f lsQR. ."r.)TIlIJ2 C;!L-~t,.,

2-.
-

Ps~in-+ '6 f1 ct. ~ ,Jft mb

~, ~

r--'

3 p()/'~f on 'P)C1si~~r---- -
_LJ.- -p(7~1'\4- .;7r)

~"),~ ~.~~t-

- --- -
~J

....9!!.~tSampl. "a i./?"-d2 I Total tI of Santpl •• : r.f
I ~(/!:/tD I IRellnqulahed (Client : -,~ ~...,. ./ : 9ate: I Time: •

"~lwd(Labl' ~t.d/.A. Date: Time: O<iY5-'
Comment.:
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